1. Approved detector double check valve assembly including factory supplied shut-off valves as listed on the currently approved backflow prevention assemblies list specified by Oregon Health Authority.

2. Remote reader, meter register and touch pad provided by EWEB.

Plumbing from the connection to potable water supply line to the assembly requires a plumbing permit and the assembly must be inspected before covering.

Service taps cannot always be installed at a location desired by the customer because of underground obstacles that become known only after excavation for the installation of the service tap. As a result, EWEB requires that the service tap be installed before the customer installs any fireline vault or enclosure.

An initial test performed by a state certified backflow assembly tester is required at the time of installation, at least annually thereafter or more frequently as required by water supplier.

Copies of completed test report shall be furnished to:
1. The owner
2. The water supplier, EWEB
3. The building official
NOTES:
1. DETECTOR DOUBLE CHECK VALVE ASSEMBLY (DDC) ENCLOSURE SHALL BE INSTALLED NO MORE THAN 10 FEET FROM POINT OF CONNECTION, OR IN AN ALTERNATE LOCATION APPROVED BY EWEB.
2. DDC MAY BE INSTALLED VERTICALLY, PROVIDED THAT THE DDC IS:
   a. RECOMMENDED BY THE MANUFACTURER FOR VERTICAL INSTALLATION
   b. APPROVED IN A VERTICAL ORIENTATION AS LISTED ON THE CURRENTLY APPROVED BACKFLOW PREVENTION ASSEMBLIES LIST SPECIFIED BY OREGON HEALTH AUTHORITY.
3. ALL CLEARANCES PICTURED APPLY TO OUTSIDE, IN-BUILDING, AND VERTICAL INSTALLATIONS. CLEARANCES MAY BE WAIVED IF ENTIRE ENCLOSURE CAN BE REMOVED FOR TESTING AND MAINTENANCE ACCESS.
4. DDC SHALL BE WINTERIZED AND/OR PROTECTED FROM FREEZING. DDC ENCLOSURE SHALL INCLUDE INSULATION AND/OR HEAT SOURCE.
5. ALTERNATE METHODS MAY BE APPROVED BY EWEB FOR 2 DDC IN ITS SERVICE AREA. ALLOWABLE ALTERNATIVES MAY INCLUDE:
   a. DRY WELL SIZED FOR ADEQUATE DRAINAGE (6 INCH DEPTH MINIMUM)
6. COMPACTED GRAVEL OR UNDISTURBED BASE.
7. A DOOR OR OTHER ACCESS SHALL BE PROVIDED.
8. FOR TESTING AND MAINTENANCE PURPOSES, DDC INSTALLED MORE THAN 6’ ABOVE THE GROUND OR FLOOR LEVEL SHALL BE PROVIDED WITH A PERMANENT OSHA APPROVED PLATFORM.
9. IF DDC IS NOT SUPPORTED BY RIGID SUPPLY AND DISCHARGE PIPE, THE ASSEMBLY SHALL HAVE VALVE SUPPORTS.
10. FIRE DEPARTMENT PUMPER CONNECTION (IF NEEDED) SHALL COMPLY WITH LOCAL FIRE CODE.

ADDITIONAL CONSIDERATIONS FOR FIRE SERVICES:
1. FIRE SERVICE ASSEMBLIES SHALL BE INSTALLED WITHIN 10’ OF EWEB POINT OF CONNECTION (GENERALLY LOCATED AT THE PROPERTY LINE) AND SHALL BE DIRECTLY IN LINE WITH SERVICE TAP LOCATION SUCH THAT THE POINT OF CONNECTION IS IN LINE WITH ASSEMBLY.
2. ALL PIPING PRECEDING THE DDC SHALL BE CONSTRUCTED OF POTABLE APPROVED MATERIAL PER OPSC TABLE 6-4.
3. NO OUTLETS OR CONNECTIONS (INCLUDING HYDRANTS) WILL BE PERMITTED ON FIRE SERVICE LINES PRIOR TO BACKFLOW PREVENTION ASSEMBLIES.
4. ABOVE GROUND ENCLOSURES FOR FIRELINES SHALL INCLUDE INSULATION AND/OR HEAT SOURCE DESIGNED TO KEEP ENCLOSURE AT A MINIMUM TEMPERATURE OF 40 F (NFPA 8.16.4.1.3).
5. WHERE NON-FOOD GRADE ANTIFREEZE, CORROSION INHIBITORS, OR OTHER CHEMICALS ARE ADDED TO A FIRE PROTECTION SYSTEM A REDUCED PRESSURE BACKFLOW ASSEMBLY OR REDUCED PRESSURE DETECTOR ASSEMBLY SHALL BE USED.

REFERENCE: OREGON PLUMBING SPECIALTY CODE, CHAPTER 6 WATER SUPPLY AND DISTRIBUTION, 603.4.6.3; 603.4.6.4; 603.3.3; 603.3.4; 603.3.8; 603.4.18.3; TABLE 6-4.
REFERENCE: OREGON ADMINISTRATIVE RULES 333-061-0070 (5) (12) (15); 333-061-0071 (9).
REFERENCE: OREGON ADMINISTRATIVE RULES CHAPTER 437, DIVISION 2, 1910.27.